Background
Create an Application on ArcGIS Online (AGOL)

- Easily accessible
- Customizable
- Increasing support and development for AGOL
Study Area

San Francisco
Santa Barbara
Los Angeles
San Diego
Goleta
Santa Barbara
Approach

Asset Data
Fire Risk Data

Geoprocessing Tools

WebGIS
Assets
Fire Risk Levels
Programming with Python

<table>
<thead>
<tr>
<th>Asset_Type</th>
<th>THREAT_LEVEL</th>
</tr>
</thead>
<tbody>
<tr>
<td>FIM Poles</td>
<td>Moderate</td>
</tr>
<tr>
<td>OMS Circuits</td>
<td>Little or No Threat</td>
</tr>
<tr>
<td>Sub Transmissio</td>
<td>Extreme</td>
</tr>
</tbody>
</table>
The Tool
The Tool

<table>
<thead>
<tr>
<th>CIRCUIT NO.</th>
<th>NAME</th>
<th>KV</th>
<th>ORIG FID</th>
<th>Asset ID</th>
<th>Asset Type</th>
<th>LINETYPE</th>
<th>CIRCT_CODE</th>
<th>CIRCT_VOLT</th>
<th>STRUCTURE_CODE</th>
<th>NUMBER</th>
<th>FIM</th>
</tr>
</thead>
<tbody>
<tr>
<td>9157-N</td>
<td>GOLETA-CARPINTERIA-DEL-SANTA BARBARA</td>
<td>1</td>
<td>3</td>
<td>STL3</td>
<td>SubTransmissionLines</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
</tr>
<tr>
<td>9160-N</td>
<td>GOLETA-COLEGIO-JLSA-VISTA-VEGAS</td>
<td>1</td>
<td>4</td>
<td>STL4</td>
<td>SubTransmissionLines</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
</tr>
<tr>
<td>9033-N</td>
<td>GOLETA-SANTA BARBARA</td>
<td>1</td>
<td>5</td>
<td>STL5</td>
<td>SubTransmissionLines</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
</tr>
<tr>
<td>9034-N</td>
<td>GOLETA-VEGAS</td>
<td>2</td>
<td>6</td>
<td>STL6</td>
<td>SubTransmissionLines</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
</tr>
<tr>
<td>9030-N</td>
<td>GOLETA-SAN MARIOS</td>
<td>2</td>
<td>7</td>
<td>STL7</td>
<td>SubTransmissionLines</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
</tr>
<tr>
<td>9515Y-N</td>
<td>GOLETA-CAPITAN-GAVIOTA</td>
<td>2</td>
<td>8</td>
<td>STL8</td>
<td>SubTransmissionLines</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
</tr>
<tr>
<td>9156-N</td>
<td>GOLETA-CAPITAN</td>
<td>2</td>
<td>9</td>
<td>STL9</td>
<td>SubTransmissionLines</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
</tr>
<tr>
<td>9158-N</td>
<td>GOLETA-ELLWOOD</td>
<td>2</td>
<td>10</td>
<td>STL10</td>
<td>SubTransmissionLines</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
</tr>
<tr>
<td>9033-R</td>
<td>GOLETA-ELECTRICITY</td>
<td>2</td>
<td>11</td>
<td>STL11</td>
<td>SubTransmissionLines</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
</tr>
<tr>
<td>9037-T</td>
<td>GOLETA-SANTA CLARA NO. 2</td>
<td>2</td>
<td>12</td>
<td>MTL1</td>
<td>MajorTransmissionLines</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
</tr>
<tr>
<td>9031-T</td>
<td>GOLETA-SANTA CLARA NO. 1</td>
<td>1</td>
<td>2</td>
<td>MTL2</td>
<td>MajorTransmissionLines</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
<td>&lt;Null&gt;</td>
</tr>
</tbody>
</table>

FIM: <Null>
Developing the WebApp

<table>
<thead>
<tr>
<th>OBJECTID</th>
<th>CIRCUIT_NO</th>
<th>NAME</th>
<th>KV</th>
<th>ORIG_FID</th>
<th>Asset_ID</th>
<th>Asset_Type</th>
</tr>
</thead>
<tbody>
<tr>
<td>1</td>
<td>01597-M</td>
<td>Goleta Substation</td>
<td>1</td>
<td></td>
<td>STL3</td>
<td>SubTransmissionL</td>
</tr>
<tr>
<td>2</td>
<td>01800-M</td>
<td>Goleta-Carpinteria-Desal-Santa Barbara</td>
<td>4</td>
<td></td>
<td>STL4</td>
<td>SubTransmissionL</td>
</tr>
<tr>
<td>3</td>
<td>00339-M</td>
<td>Goleta-Colesio-Isla Vistas-Vegas</td>
<td>5</td>
<td></td>
<td>STL5</td>
<td>SubTransmissionL</td>
</tr>
<tr>
<td>4</td>
<td>00324-M</td>
<td>Goleta-Santa Barbara</td>
<td>2</td>
<td></td>
<td>STL6</td>
<td>SubTransmissionL</td>
</tr>
<tr>
<td>5</td>
<td>00330-M</td>
<td>Goleta-San Marcos</td>
<td>2</td>
<td></td>
<td>STL7</td>
<td>SubTransmissionL</td>
</tr>
<tr>
<td>6</td>
<td>05175-M</td>
<td>Goleta-Captan-Gamota</td>
<td>2</td>
<td></td>
<td>STL8</td>
<td>SubTransmissionL</td>
</tr>
</tbody>
</table>
Summary

ArcGIS Online → WebMap Application